
Daily analysis report of 
Sewage Treatment Plant Delhi jal board

As on date 01.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l
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Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - - - - - - - - - - - - - - -

2 - - - - - - - - - - - - - - -

3 - - - - - - - - - - - - - - -

4 7 7.2 318 7 188 4 400 20 30 2.4 3.2 0.5 5.6 0.8

5 - - - - - - - - - - - - - - -

6 7 7.3 318 14 188 10 400 30 30 3.5 3.2 1 5.6 1.2

7 7 7.3 312 190 460 390 26 22 2.4 2 4.4 3.2

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 6.73 7.1 7.4 210 106 23 294 42 28 18 4.4 2 4.8 1.9

11 55.44 7.2 7.5 294 175 492 48 30 1 4.8 1.2 5.4 1

12 - - - - - - - - - - - - - - -

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.34 7.61 256 38 150 21 360 80 38 30 1.9 0.8 2 1.2

16 7.39 7.69 238 24 144 14 340 50 40 27 2 0.6 1.6 0.8

17 7.39 7.6 238 44 144 27 340 90 40 33 2 1 1.6 1.2

18 7.39 7.82 238 4 144 3 340 10 40 14 2 0 1.6 0

19 - - - - - - - - - - - - - - -

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 40.9 7.42 7.51 268 17 143 13 360 48 30 9 2.8 0.5 1.08 0.92

34 10.43 7.5 7.7 392 21 185 15 480 80 30 15 4.5 2 - -

35 9.96 7.4 7.6 240 10 158 06 472 28 30 18 3 1 4.o O.60

36 4.93 7.4 7.6 304 28 182 18 596 58 45 20 3.6 1.4 4 1.6

37 27.26 7.2 7.7 696 20 319 12 898 54 56 20 5 2.o 7.2 1.8

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

Data not submitted

Data not submitted

Data not submitted

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Data not submitted

Data not submitted

Data not submitted

-

Data not submitted

258 163

32 21

90



Daily analysis report of 
Sewage Treatment Plant Delhi jal board

As on date 02.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l
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10 10
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30 20
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- -
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50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - - - - - - - - - - - - - - -

2 - - - - - - - - - - - - - - -

3 - - - - - - - - - - - - - - -

4 7.1 7.2 308 6 185 4 470 20 25 2.1 3 0.6 5.2 0.8

5 - - - - - - - - - - - - - - -

6 7.1 7.2 308 15 185 12 470 40 25 5 3 1.1 5.2 1.2

7 7 7.2 290 180 450 360 22 20 2.5 2.2 5.6 3.6

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 5.16 7.2 7.5 244 47 133 28 312 72 32 17 4.2 2 3.9 1.9

11 7.3 7.7 270 144 364 47 36 1 4.2 1.4 5.3 2.2

12 8.23 7.3 7.4 408 47 158 24 370 64 33 24 4.7 2.2 4.3 2

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.54 7.64 226 46 140 23 340 90 43 40 1.6 0.6 1.2 0.8

16 7.54 7.68 272 25 155 13 380 50 42 28 1.8 1 1.6 0

17 7.54 7.54 272 49 155 29 380 100 42 40 1.8 1.2 1.6 0.8

18 7.54 7.45 272 9 155 5 380 20 42 22 1.8 0.8 1.6 0

19 7.36 7.62 258 9 140 5 350 20 40 6 1.8 1 2 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 38.72 7.35 7.59 272 16 149 12 376 32 32 09 3.9 0.7 0.96 0.48

34 9.8 7.4 7.8 376 24 183 16 472 88 35 18 5.5 2.5 - -

35 9.91 7.3 7.7 288 9 186 5 508 16 35 18 2.5 0.6 3.6 0.82

36 4.95 7.4 7.6 324 38 208 24 588 68 40 16 4.2 1.2 4.4 1.2

37 27.38 7.5 7.7 556 27 332 16 784 56 60 20 4.5 2 6.8 2.6

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

Data not submitted

Data not submitted

Data not submitted

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Data not submitted

Data not submitted

Data not submitted

-

222 172

19 12



Daily analysis report of 
Sewage Treatment Plant Delhi jal board

As on date 03.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - - - - - - - - - - - - - - -

2 - - - - - - - - - - - - - - -

3 - - - - - - - - - - - - - - -

4 7 7.2 330 7 188 5 490 10 28 2.3 3.2 0.8 5.6 0.4

5 - - - - - - - - - - - - - - -

6 7 7.1 330 18 188 13 490 30 28 7 3.2 1.3 5.6 1.6

7 7.1 7.2 298 195 490 350 22 18 2.6 2.2 5.4 3.4

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 6.96 7.1 7.4 274 39 137 26 344 68 34 15 4 2 4.2 1.3

11 52.01 7.2 7.6 362 182 411 39 38 1.7 4.9 2.2 7.9 1.3

12 8.86 7.2 7.4 322 42 131 25 374 64 40 24 4.2 2 4.2 2.7

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.64 7.67 390 48 220 26 540 100 42 38 1.5 0.5 1.6 1.2

16 7.77 7.64 224 25 141 12 320 50 41 24 1.4 0.8 1.2 0

17 7.77 7.66 224 46 141 27 320 100 41 39 1.4 1.1 1.2 0.8

18 7.77 7.65 224 4 141 3 320 10 41 19 1.4 0.6 1.2 0

19 7.63 7.57 256 8 138 4 340 20 40 0 1.6 0 1.2 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 40.97 7.31 7.71 272 18 150 14 376 48 29 6 3.4 0.5 2.44 0.84

34 8.65 7.3 7.7 576 18 263 13 664 64 35 16 5 2 - -

35 9.97 7.5 7.7 224 12 146 07 440 24 40 10 3 0.2 3 0.96

36 4.97 7.4 7.6 276 22 180 14 544 56 40 20 3.5 1.5 3.6 1.4

37 26.68 7.5 7.7 684 21 350 13 808 48 55 25 4.5 1 6.4 1.8

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-

As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff

As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff

As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff

216 165

23 14



Daily analysis report of 
Sewage Treatment Plant Delhi jal board

As on date 04.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.6 300 20 205 12 560 40 32 5 3.2 1.6 - -

2 - 7.5 7.6 320 315 620 380 30 28 3 2.4 - -

3 - 7.5 7.5 320 315 620 400 30 28 3 2.8 - -

4 7.1 7.2 340 8 193 5 500 20 30 2.5 3 0.6 4.8 0.8

5 - - - - - - - - - - - - - - -

6 7.1 7.3 340 16 193 12 500 40 30 8 3 1.5 4.8 1.2

7 7 7.2 290 195 510 360 24 20 2.3 1.9 5.2 4.4

8 7.3 7.2 330 8 177 5 470 20 40 5 4.5 0.8 4.4 0.8

9 7.2 7.3 342 1 183 0.7 490 10 42 0 4.7 0 4.8 0

10 6.26 7.2 7.6 178 42 102 26 292 72 28 20 4.6 2.4 3.9 1.6

11 49.23 7.2 7.6 292 143 364 38 36 1.2 4.2 1.5 5.6 2

12 8.95 7.2 7.7 392 45 198 27 520 89 35 22 5.2 2.6 26.8 2.6

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.82 7.79 208 46 135 24 290 90 43 40 1.8 1.2 1.6 0.8

16 7.72 7.74 244 29 140 15 330 60 42 30 1.6 1.1 2 0.8

17 7.72 7.62 244 47 140 28 330 100 42 36 1.6 0.9 2 0.8

18 7.72 7.61 244 6 140 4 330 20 42 21 1.6 0.7 2 0

19 7.61 7.58 258 7 145 4 360 20 41 0 1.8 0 2 0

20 7.27 7.72 284 10 165 5 400 20 40 33 1.9 1 2 0.8

21 - - - - - - - - - - - - - - -

22 7.35 7.92 328 23 182 12 450 50 42 38 2.1 1.5 2.8 0.8

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 42.08 7.53 7.69 268 16 152 11 376 40 35 6 3.6 0.8 2.64 0.72

34 9.54 7.3 7.7 328 22 173 15 440 72 38 18 4 2.5 - -

35 9.91 7.3 7.4 248 09 164 06 460 20 30 15 2.5 0.4 4 0.8

36 4.94 7.4 7.5 296 27 197 18 552 62 40 15 2.8 0.8 4.2 1.2

37 26.97 7.5 7.6 572 18 324 12 780 46 50 20 3.2 1.4 6.6 1.6

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

136 138

240 152

230 172

18 12

-

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-

As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff



Daily analysis report of 
Sewage Treatment Plant Delhi jal board

As on date 05.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.6 7.6 366 28 280 16 620 44 30 3 3 1.1 - -

2 - 7.6 7.6 448 310 660 480 32 26 2.9 2.8 - -

3 - 7.6 7.5 448 310 660 490 32 30 2.9 2.8 - -

4 7.2 7.3 304 6 188 4 460 10 28 2 3.1 0.4 5.2 0.4

5 - - - - - - - - - - - - - - -

6 7.2 7.2 304 15 188 10 460 40 28 7 3.1 1.1 5.2 1.6

7 7 7.2 290 190 500 380 28 20 2.2 2 6.4 4

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 6.10 7.1 7.5 168 32 100 20 304 58 28 20 4.2 2.2 4.6 1.3

11 45.46 7.2 7.6 178 109 10 340 34 32 0.6 6 1 5.2 ND

12 8.96 7.2 7.4 388 38 190 22 540 68 35 20 5 2.5 18.5 2.6

13 - 7.6 7.8 372 240 490 210 28 22 3 2.2 - -

14 - 7.5 7.8 380 245 10 560 34 30 04 2.8 1.6 - -

15 7.38 7.68 216 43 138 21 310 80 42 34 2 1 2.4 0.8

16 7.47 7.59 240 27 145 14 340 60 40 36 2.4 0.9 1.6 0.4

17 7.47 7.56 240 47 145 27 340 100 40 38 2.4 1.2 1.6 1.2

18 7.47 7.62 240 4 145 3 340 10 40 16 2.4 0.3 1.6 0

19 7.38 7.6 252 5 135 3 330 10 44 6 2.2 0 2 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 7.57 7.64 240 8 145 4 350 20 40 5 2.1 0.5 2 0

27 7.46 7.56 238 6 139 3 340 10 32 3 0.6 0 2 0

28 7.42 7.59 208 9 141 4 320 20 42 6 1.8 0 2.8 0

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 39.95 7.44 7.69 296 17 155 13 400 48 28 6 2.9 0.9 3.24 0.48

34 9.4 7.4 7.7 500 25 233 16 592 80 32 17 6 3.5 - -

35 9.96 7.4 7.6 264 14 156 08 520 28 40 16 3.2 0.8 3.2 0.64

36 4.96 7.5 7.7 308 23 185 15 548 44 45 20 4 1.8 4.8 1

37 26.43 7.6 7.8 636 28 351 17 808 64 55 24 5 2.2 6.6 2.8

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

194 190

308 200

242 170

15

106 132

12

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-

As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff
As reported by chemist, sample not
collected due to shortage of staff



Daily analysis report of 
Sewage Treatment Plant Delhi jal board

As on date 06.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.4 7.5 344 22 265 12 600 48 32 04 3 1.3 - -

2 - 7.6 7.7 220 315 790 380 30 28 2.8 2.7 - -

3 - 7.6 7.5 300 315 790 460 30 26 2.8 2.6 - -

4 7.1 7.1 310 8 180 6 470 30 31 3 2.9 0.5 4.8 0.8

5 - - - - - - - - - - - - - - -

6 7.1 7.2 310 17 180 14 470 40 31 8 2.9 1 4.8 1.6

7 5.337 7 7.2 244 177 510 350 26 18 2.4 2 5.8 4

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 50.33 7.2 7.6 176 38 110 24 345 75 29 18 4.8 2.4 4.2 0.8

11 8.91 7.2 7.7 160 105 324 35 31 1.2 6.2 1.4 5.9 0.2

12 - 7.1 7.5 146 42 120 26 390 82 34 22 4.2 2.2 18.2 2.6

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.44 7.56 260 46 158 24 370 90 42 34 2.2 1.2 2 0.8

16 7.52 7.59 294 30 177 16 410 60 40 32 2.4 1 1.6 0.4

17 7.52 7.54 294 48 177 28 410 100 40 39 2.4 1.4 1.6 1.2

18 7.52 7.6 294 6 177 5 410 20 40 20 2.4 0.4 1.6 0

19 7.46 7.62 286 8 172 5 390 20 44 5 2 0 2 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 7.44 7.69 306 22 182 12 430 50 40 26 2.4 0.8 2 0.4

24 - 7.48 7.76 256 7 154 5 360 20 38 16 2 0 1.6 0

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - 7.3 7.9 440 48 191 - - 38 20 3.2 2.5 - -

30 - 7.3 7.8 440 06 191 04 - - 38 12 1.2 - - -

31 9.98 7.6 7.9 416 40 180 22 - - 35 15 3 1.5 - -

32 - - - - - - - - - - - - - - -

33 7.32 7.63 372 16 191 12 480 40 33 06 3.5 0.7 2.12 0.36

34 39.49 7.3 7.6 712 20 315 13 792 48 30 16 6.5 3 - -

35 4.93 7.3 7.5 360 15 220 10 556 32 35 18 2.5 0.8 ,3.6 0.72

36 27.53 7.4 7.6 244 33 157 20 408 58 40 20 4 1.6 4.4 1.8

37 9.9 7.4 7.7 484 30 323 18 776 48 60 22 5 2.5 6.6 2.4

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

190 165

220 215

218 166

16 11

38

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-



Daily analysis report of 
Sewage Treatment Plant Delhi jal board

As on date 07.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.5 308 23 340 15 690 48 30 5 2.8 1.4 - -

2 - 7.5 7.7 334 380 812 400 32 26 3 2.6 - -

3 - 7.5 7.6 334 380 812 480 32 30 3 2.8 - -

4 7 7.2 340 8 190 5 460 20 30 2.5 3.2 0.8 4.4 0.8

5 - - - - - - - - - - - - - - -

6 7 7.3 340 18 190 13 460 40 30 7 3.2 1.4 4.4 1.2

7 6.9 7.2 304 180 490 360 25 18 2.6 2.2 4.8 4.4

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 6.65 7.1 7.6 288 42 162 25 364 68 28 20 4 2.2 4.9 0.8

11 51.73 7.2 7.7 270 153 398 32 34 0.8 6 1.2 5.2 ND

12 - - - - - - - - - - - - - - -

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.39 7.67 268 42 165 23 370 80 43 36 1.8 0.3 2 1.2

16 7.4 7.68 278 28 168 16 390 60 42 38 1.8 0.7 1.6 0.4

17 7.4 7.7 278 46 168 25 390 90 42 34 1.8 0.7 1.6 1.2

18 7.4 7.67 278 4 168 3 390 10 42 14 1.8 0.5 1.6 0

19 7.37 7.8 244 6 156 5 340 20 38 7 1.8 0.5 1.6 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 7.5 7.8 432 208 - - 35 22 3.2 2.8

30 7.5 7.6 432 04 208 03 - - 35 10 3.2 1.,2

31 7.5 7.6 372 12 172 08 - - 38 18 3.5 1.5

32 - - - - - - - - - - - - - - -

33 39.23 7.45 7.64 388 15 198 13 496 48 35 08 3.8 0.5 3.36 1.04

34 9.12 7.5 7.7 500 19 230 12 584 48 35 15 7 3.5 - -

35 9.96 7.4 7.7 340 12 224 7 630 32 40 16 3 0.9 4 0.8

36 4.95 7.4 7.6 248 37 160 22 582 72 45 20 4.2 1.4 4.2 1.2

37 27.53 7.2 7.7 476 26 312 16 708 64 60 24 4.5 2 6.4 1.8

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

166 180

242 230

212 168

17 14

62 44

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-



Daily analysis report of 
Sewage Treatment Plant Delhi jal board

As on date 08.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.4 7.5 348 21 380 18 1100 93 32 4 3 1.5 - -

2 - 7.5 7.6 338 350 790 436 30 28 2.8 2.8 - -

3 - 7.5 7.6 338 350 790 364 30 28 2.8 2.6 - -

4 - 7.1 7.2 330 7 185 5 440 10 32 2.8 3.5 0.6 4.8 0.4

5 - - - - - - - - - - - - - - -

6 - 7.1 7.2 330 16 185 12 440 30 32 8 3.5 1.2 4.8 1.4

7 - 7 7.3 296 180 510 350 22 18 2.4 2.2 5.2 4

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 6.63 7.1 7.6 210 40 131 26 368 81 26 18 4.4 2 5 1.3

11 51.23 7.2 7.6 260 157 8 465 28 35 1 5.5 1.4 4.9 ND

12 - - - - - - - - - - - - - - -

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 - 7.48 7.61 276 40 153 21 370 80 42 35 2 0.8 2.4 1.2

16 - 7.39 7.61 276 26 151 13 370 50 38 30 2.2 0.6 2 0.4

17 - 7.39 7.69 276 44 151 23 370 90 38 31 2.2 1 2 1.2

18 - 7.39 7.62 276 5 151 3 370 10 38 16 2.2 0.4 2 0

19 - - - - - - - - - - - - - - -

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 40.7 7.49 7.57 288 18 153 14 392 40 26 7 3.9 0.6 3.52 0.96

34 9.17 7.6 7.8 404 32 185 19 496 88 30 14 5.5 2.5 - -

35 9.98 7.2 7.6 332 10 206 6 520 24 30 10 2 0.4 4.4 0.8

36 4.97 7.3 7.5 236 32 158 19 420 560 35 15 2.6 8.9 5 0.8

37 26.95 7.4 7.6 484 25 274 15 678 56 40 20 3 1.4 6 2

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

172 160

256 190

202 170

14

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-



Sewage Treatment Plant Delhi jal board
As on date 09.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.5 280 18 278 06 600 40 30 03 3.2 1.4 - -

2 - 7.7 7.6 360 203 560 360 30 28 3 2.6 - -

3 - 7.7 7.5 360 203 560 410 30 26 3 2.8 - -

4 7.1 7.2 318 8 188 6 420 20 30 3 3.5 0.8 4.4 0.4

5 - - - - - - - - - - - - - - -

6 7.1 7.2 318 17 188 14 420 40 30 7 3.5 1.4 4.4 1.2

7 7 7.3 454 188 540 390 30 22 3.2 2.6 5.6 4

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 8.03 7.1 7.5 198 45 93 25 310 72 28 19 4 2 3.9 0.6

11 47.85 7.1 7.7 210 111 7 420 32 33 0.8 5.5 1 4.6 0

12 8.91 7.2 7.5 240 40 151 24 464 87 35 22 4.4 2.5 15.4 2.8

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.49 7.65 252 38 148 23 380 80 42 32 2.2 1 1.6 0.8

16 7.48 7.6 252 34 158 18 380 70 40 34 2.4 0.9 2 0.4

17 7.48 7.69 252 48 158 25 380 100 40 36 2.4 1.2 2 1.2

18 7.48 7.66 252 5 158 3 380 10 40 16 2.4 0.4 2 0

19 7.42 7.62 252 4 155 5 380 20 44 4 2.4 0 1.8 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 7.5 7.9 360 177 - - 40 22 3.5 2

30 7.5 7.6 360 09 177 06 - - 40 10 3.5 1

31 7.6 7.7 252 18 166 13 - - 35 15 3.2 1.2

32 - - - - - - - - - - - - - - -

33 39.29 7.24 7.49 296 17 161 13 408 48 29 09 2.5 0.5 1.28 0.48

34 9.63 7.7 7.7 444 26 205 13 520 72 30 12 5.5 2 - -

35 9.91 7.3 7.5 336 15 218 09 556 32 35 16 2.5 0.8 4 0.92

36 4.98 7.4 7.6 244 36 160 22 392 56 40 15 3.5 1 3.6 1

37 26.79 7.5 7.7 488 28 320 17 692 64 50 25 4 1 5.2 1.8

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

142 135

262 168

234 173

12

58 33

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-



Sewage Treatment Plant Delhi jal board
As on date 10.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.6 7.6 292 22 185 8 498 40 32 4 3 1.5 - -

2 - 7.6 7.6 442 337 725 385 32 28 3.2 2.8 - -

3 - 7.6 7.6 442 370 725 412 32 30 3.2 2.9 - -

4 7.1 7.3 350 7 185 4 460 30 25 1.8 3 0.6 4.2 0.8

5 - - - - - - - - - - - - - - -

6 7.1 7.2 350 16 185 12 460 50 25 4 3 1 4.2 1.2

7 7.1 7.2 412 193 480 360 24 22 2 1.4 4.8 2.4

8 7.2 7.3 348 10 170 6 490 30 38 6 4.4 0.6 5.2 0.4

9 7.1 7.3 350 1 188 0.9 530 10 40 0 4.8 0 5.6 0

10 6.02 7.1 7.6 228 42 127 24 420 78 28 22 4.2 2 4.6 0.8

11 49.10 7.2 7.6 216 137 8 468 30 31 0.9 5 1.2 5.2 ND

12 8.62 7.1 7.5 242 46 148 26 520 98 36 28 4 2.2 12.4 2

13 - 7.5 7.7 310 375 725 350 30 22 3.2 2.2 - -

14 - 7.4 7.4 344 287 560 48 30 5 3.4 1.8 - -

15 7.55 7.65 264 40 150 25 380 90 40 36 1.8 1.2 2 0.8

16 7.53 7.68 278 36 157 22 390 80 42 38 2.2 2 1.6 0.4

17 7.53 7.62 278 49 157 28 390 110 42 40 2.2 1.4 1.6 1.2

18 7.53 7.65 278 5 157 3 390 10 42 20 2.2 0.6 1.6 0

19 7.41 7.35 282 6 158 4 390 20 42 10 2.4 0.8 2.4 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 7.47 7.62 220 7 140 4 340 20 42 6 2.2 0.4 2 0

27 7.52 7.65 194 6 135 3 310 10 30 4 1.2 0 1.6 0

28 7.54 7.6 214 8 137 4 330 20 40 5 1.7 0 1.7 0

29 7.3 7.7 396 173 - - 35 22 3.2 1.8

30 7.3 7.6 396 8 173 06 - - 35 10 3.2 1.5

31 7.5 7.7 476 24 194 10 - - 40 10 3.5 1.2

32 - - - - - - - - - - - - - - -

33 39.11 7.19 7.38 268 15 152 12 384 40 28 05 2.3 0.4 2.32 0.84

34 10.25 7.5 7.8 672 22 295 12 744 56 32 16 5 3 - -

35 9.97 7.2 7.4 344 08 226 05 520 24 40 10 3 1 3.6 0.56

36 4.96 7.3 7.5 278 38 180 24 448 60 35 20 3.5 1.2 3.2 1.6

37 27.21 7.5 7.7 636 25 328 16 720 60 55 20 4.5 2.2 5.6 1.2

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

114 190

134 210

183 160

12

132 172

22 13

65 51

-

-

-

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-



Sewage Treatment Plant Delhi jal board
As on date 11.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.7 280 26 197 05 380 48 32 05 3.1 1.4 - -

2 - 7.6 7.6 420 287 615 330 32 30 3 2.9 - -

3 - 7.6 7.5 420 287 615 390 32 30 3 2.8 - -

4 7 7.1 396 7 193 5 490 20 24 1.5 2.2 0.8 4.8 0.4

5 - - - - - - - - - - - - - - -

6 7 7.2 396 14 193 10 490 40 24 4 2.2 1.2 4.8 1.6

7 7.2 7.3 448 205 520 380 28 24 2.4 1.6 5.6 2.8

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 6.73 7.1 7.5 176 48 123 29 358 94 24 16 4.2 2 3.9 0.8

11 55.74 7.2 7.6 280 169 7 512 25 28 1.1 5.5 1.3 4.6 ND

12 - - - - - - - - - - - - - - -

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.38 7.6 246 42 155 23 380 80 40 34 2.2 1.2 2.4 0.8

16 7.48 7.62 252 30 160 16 390 60 40 32 2.4 1 2 0.4

17 7.48 7.52 252 42 160 26 390 90 40 36 2.4 1.2 2 1.2

18 7.48 7.67 252 6 160 3 390 10 40 18 2.4 0.3 2 0

19 7.48 7.62 262 8 135 5 330 20 44 6 2.2 0 2 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 7.5 7.6 404 210 - - 40 20 3.5 2

30 7.5 7.7 404 4 210 03 - - 40 08 3.5 1

31 7.5 7.6 340 16 195 12 - - 38 12 3.2 1

32 - - - - - - - - - - - - - - -

33 - - - - - - - - - - - - - - -

34 8.84 7.6 7.7 424 25 215 16 544 72 38 18 5.5 3 - -

35 9.92 7.3 7.5 372 9 230 5 564 26 45 10 3.5 0.4 3.2 0.72

36 4.97 7.2 7.5 316 54 198 31 520 108 45 20 3.2 2.2 4.4 2

37 27.37 7.3 7.6 680 36 348 22 880 84 60 25 4.8 2 6.4 2.6

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

108 127

130 142

285 178

14

51 38

-

-

Sample collectinon on weekly  basis

Sample collectinon on weekly  basis

-

Sample collectinon on weekly  basis

Sample collectinon on weekly  basis

Sample collectinon on weekly  basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-



Sewage Treatment Plant Delhi jal board
As on date 12.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.3 7.5 258 11 208 09 456 52 30 04 3 1.6 - -

2 - 7.6 7.6 390 315 710 391 34 28 3.2 2.6 - -

3 - 7.6 7.5 390 315 710 400 34 30 3.2 3 - -

4 - 7 7.2 380 8 190 6 480 30 25 1.5 3.2 0.6 4.4 0.8

5 - - - - - - - - - - - - - - -

6 - 7 7.2 380 18 190 14 480 60 25 3.5 3.2 1 4.4 1.2

7 - 7.1 7.3 438 210 510 430 26 25 2.1 1.8 4.8 3.2

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 6.13 7.2 7.6 194 46 103 27 392 72 29 15 4.2 2.2 3.5 0.6

11 67.31 7.2 7.7 154 109 8 410 30 32 0.8 5 1.2 3.9 ND

12 - - - - - - - - - - - - - - -

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 - 7.33 7.66 262 45 158 25 390 90 42 36 2.4 1.1 2.8 1.2

16 - 7.6 7.7 246 31 160 15 400 60 42 35 2 1 2.4 0.8

17 - 7.6 7.65 246 49 160 28 400 100 42 38 2 1.4 2.4 1.6

18 - 7.6 7.66 246 5 160 3 400 10 42 16 2 0.5 2.4 0

19 - 7.6 7.69 274 6 148 3 370 10 40 5 1.7 0.5 2.4 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 7.5 7.9 712 43 - - - - 40 22 3.8 2.2

30 7.5 7.7 712 10 - - - - 40 15 3.8 1

31 7.6 7.8 356 08 - - - - 38 12 3.2 1

32 - - - - - - - - - - - - - - -

33 39.26 7.39 7.78 336 15 173 12 448 40 38 7 3.1 0.6 1.44 0.64

34 8.61 7.6 7.9 312 18 158 13 408 56 35 16 6 2.5 - -

35 9.94 7.4 7.7 284 11 167 05 488 26 40 10 3.5 0.8 2.8 0.2

36 4.94 7.4 7.6 324 52 191 36 536 104 40 25 3 1 4 2

37 26.87 7.2 7.7 648 34 371 19 780 78 50 20 4 2.2 5.8 1.4

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

120 155

144 175

276 180

13

-

-

Sample collectinon on weekly  basis

Sample collectinon on weekly  basis

-

Sample collectinon on weekly  basis

Sample collectinon on weekly  basis

Sample collectinon on weekly  basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-

BOD test not perform,COD test twice in
week
BOD test not perform,COD test twice in
week
BOD test not perform,COD test twice in
week









Sewage Treatment Plant Delhi jal board
As on date 16.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.6 7.6 204 20 315 13 630 48 30 5 2.8 1.3 - -

2 - 7.6 7.6 418 375 756 402 32 28 3 2.6 - -

3 - 7.6 7.5 418 375 756 440 32 30 3 2.8 - -

4 7.1 7.3 360 7 183 5 450 20 25 1.5 2.8 0.8 5.6 0.8

5 - - - - - - - - - - - - - - -

6 7.1 7.2 360 13 183 10 450 30 25 3.5 2.8 1.2 5.6 1.2

7 7 7.2 360 190 530 410 24 18 2 1.5 5.2 2.8

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 3.67 7.1 7.4 162 42 105 27 364 104 26 18 4.2 2.6 3.2 0.8

11 55.33 7.2 7.5 202 149 424 28 30 1.2 4.8 0.8 4.2 0.2

12 8.5 7.1 7.6 558 36 187 22 526 72 34 26 4.8 2.5 4.8 2.5

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 7.3 7.69 236 34 150 17 360 70 44 32 2.3 1.1 2.4 0.8

16 7.43 7.66 244 34 155 18 370 70 40 34 2 0.9 1.6 0.4

17 7.43 7.52 244 48 155 26 370 90 40 38 2 1.4 1.6 1.2

18 7.43 7.72 244 6 155 4 370 20 40 24 2 0 1.6 0

19 7.45 7.67 264 8 152 5 380 20 42 6 2.2 0 2 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 7.41 7.8 290 20 168 12 400 50 42 28 2.2 0.8 2 0

24 7.49 7.79 272 9 163 5 380 20 40 18 2 0 1.6 0

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 43.39 7.49 7.63 372 18 191 13 480 48 29 8 3 0.7 2.64 0.64

34 9.81 7.7 7.8 600 24 285 17 728 72 35 14 6.5 4 - -

35 9.91 7.4 7.6 328 13 214 7 518 32 45 15 3.2 1.4 3.6 0.72

36 4.97 7.3 7.5 368 50 240 29 608 128 45 30 3.8 2.4 4.8 2.6

37 27.06 7.3 7.6 764 20 388 12 912 56 65 20 5.2 1.8 6.8 3

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

206 205

222 217

262 163

15 11

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on weekly  basis

Sample collectinon on weekly  basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-



Sewage Treatment Plant Delhi jal board
As on date 17.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.6 246 22 305 18 780 60 28 3 2.6 1.1 - -

2 - 7.6 7.6 396 670 890 519 32 30 3.1 2.8 - -

3 - 7.6 7.6 396 327 890 540 32 30 3.1 2.9 - -

4 - 7 7.3 340 8 187 6 440 20 22 1.2 3 0.6 5.2 1.2

5 - - - - - - - - - - - - - - -

6 - 7 7.3 340 12 187 9 440 30 22 3 3 1 5.2 1.6

7 - 7 7.1 408 195 480 360 23 18 2.1 1.5 4.8 3.2

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 3.70 7.2 7.6 164 48 95 27 304 86 28 20 4.6 2.5 3.9 0.9

11 60.15 7.2 7.7 196 107 398 28 32 1 5.2 1.2 4.2 ND

12 8.4 7.1 7.5 340 40 179 24 510 86 35 22 4.2 2.6 18.2 1.33

13 - 7.5 7.8 352 195 - - 30 20 2.8 2.4 - -

14 - 7.4 7.9 308 180 10 - - 32 6 3 2 - -

15 - 7.4 7.72 316 36 180 20 440 80 42 34 2.2 1 1.6 0.8

16 - 7.51 7.69 284 32 170 17 390 70 40 30 2 0.9 2 0.4

17 - 7.51 7.58 284 48 170 28 390 100 40 36 2 1.2 2 0.8

18 - 7.51 7.67 284 8 170 5 390 20 40 22 2 0 2 0

19 - 7.54 7.74 272 9 140 5 340 20 44 5 2.4 0 1.6 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - 7.47 7.69 264 8 145 5 350 20 37 4 2.4 0.5 1.6 0

27 - 7.51 7.53 244 6 138 3 340 10 34 3 1.9 0.4 1.2 0

28 - 7.37 7.65 240 8 146 4 340 20 38 5 2.2 0.8 2 0

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 36.08 7.57 7.71 300 16 159 12 400 48 30 07 3.5 0.8 2.4 0.96

34 8.64 7.6 7.8 620 27 273 16 744 80 32 15 6 3.2 - -

35 9.98 7.3 7.6 272 10 174 6 538 24 35 16 3 0.8 3.2 0.66

36 4.94 7.4 7.6 312 204 618 144 40 15 3.5 1 4.4 1.4

37 27.32 7.3 7.7 780 28 396 18 924 76 50 25 3.5 1.6 6.6 2.8

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

212 860

236 217

240 172

14 11

110 98

14

55 32

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

COD instrument is not available in nilothi laboratory.

COD instrument is not available in nilothi laboratory.



Sewage Treatment Plant Delhi jal board
As on date 18.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20 250 50 5

50 30 250 50 5

50 30 250 50 5

10 10 50 5 2

- - - - -

30 20 250 50 5

30 20 250 50 5

10 10 50 5 2

1 2 50 5 2

50 30 250 50 5

10 10 50 5 2

50 30 250 50 5

50 30 250 50 5

10 10 50 5 2

50 30 250 50 5

50 30 250 50 5

50 30 250 50 5

50 30 250 50 5

10 10 50 5 2

50 30 250 50 5

30 20 250 50 5

30 20 250 50 5

50 30 250 50 5

30 20 250 50 5

10 10 50 5 2

15 10 50 5 2

10 10 50 5 2

15 10 50 5 2

50 30 250 50 5

10 10 50 5 2

50 30 250 50 5

- - - - -

50 30 250 50 5

50 30 250 50 5

50 30 250 50 5

50 30 250 50 5

30 20 250 50 5

Design Parameter(mg/l) Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS BOD COD Ammonical-N Phosphate

1 - 7.5 7.6 256 21 310 20 760 88 30 04 3 1.3 - -

2 - 7.6 7.6 430 350 830 32 28 3.1 2.6 - -

3 - 7.6 7.6 430 350 830 32 30 301 3 - -

4 7 7.2 354 7 187 4 460 30 22 1 3.2 0.8 5.6 1.6

5 - - - - - - - - - - - - - - -

6 7 7.2 354 13 187 10 460 40 22 2.5 3.2 1.2 5.6 2

7
- - - - - - - - - - - - - - -

6.9 7.2 418 197 500 380 27 22 2.1 1.8 5.6 3.6

8 7.2 7.3 372 8 188 5 530 40 44 8 4.1 0.7 5.2 1.2

9 7.1 7.3 324 1 177 1.1 500 10 40 0 4.2 0 4.8 0

10 3.9 7.1 7.4 252 44 163 27 474 76 28 18 4.8 2.4 3.4 0.6

11 63.6 7.2 - 308 - 175 - 510 - 35 - 5.5 - 4 -

12 - - - - - - - - - - - - - - -

13 - 7.5 7.7 524 223 - - 34 24 3.2 2.2 - -

14 - 7.4 7.8 458 205 - - 32 06 3 2 - -

15 7.41 7.65 268 31 150 15 370 60 39 34 2.6 1.3 2.4 0.8

16 7.48 7.71 252 28 148 15 350 60 41 32 2.9 1 2 0.4

17 7.48 7.59 252 45 148 25 350 90 41 37 2.9 1.5 2 1.2

18 7.48 7.72 252 5 148 3 350 10 41 20 2.9 0.6 2 0

19 7.39 7.69 242 7 138 4 340 20 42 5 2.2 0.6 1.6 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - -

30 - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 7.43 7.67 288 16 155 13 392 40 29 7 3.1 1.5 2.2 0.6

34 10.21 7.6 7.9 484 27 230 19 584 72 30 14 5.5 3 - -

35 9.93 7.2 7.5 364 11 224 07 718 32 40 10 3 0.9 4 0.72

36 5.0 7.3 7.6 324 206 640 148 45 25 3.5 1.2 3.6 1.8

37 27.0 7.5 7.6 752 22 419 14 848 60 55 20 4.5 2.6 6 2

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli(after Bypass)

45 MGD Phase-IV STP Kondli
Half stream of plant is Under
Rehabilitation and up-gradation

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi Under Rehabilitation

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan Under Rehabilitation

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Half stream of plant is Under
Rehabilitation

226 120 380

248 180 490

266 173

162 92

18 15

- -

-

56 35

-

-

- - - - -

Sample collection twice in week

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collection twice in week



Sewage Treatment Plant Delhi jal board
As on date 19.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20 250 50 5

50 30 250 50 5

50 30 250 50 5

10 10 50 5 2

- - - - -

30 20 250 50 5

30 20 250 50 5

10 10 50 5 2

1 2 50 5 2

50 30 250 50 5

10 10 50 5 2

50 30 250 50 5

50 30 250 50 5 - -

10 10 50 5 2 - -

50 30 250 50 5

50 30 250 50 5

50 30 250 50 5

50 30 250 50 5

10 10 50 5 2

50 30 250 50 5

30 20 250 50 5

30 20 250 50 5

50 30 250 50 5

30 20 250 50 5

10 10 50 5 2

15 10 50 5 2

10 10 50 5 2

15 10 50 5 2

50 30 250 50 5

10 10 50 5 2

50 30 250 50 5

- - - - -

50 30 250 50 5

50 30 250 50 5

50 30 250 50 5

50 30 250 50 5

30 20 250 50 5

Design Parameter(mg/l) Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS BOD COD Ammonical-N Phosphate

1 - 7.4 7.5 242 16 293 15 664 52 28 05 3.2 1.4 - -

2 - 7.6 7.6 410 345 764 34 24 3 2.4 - -

3 - 7.6 7.6 410 345 764 34 28 3 2.8 - -

4 - 7 7.1 378 9 183 6 470 30 24 1.5 3.4 0.7 5.6 2

5 - - - - - - - - - - - - - - -

6 - 7 7.2 378 15 183 12 470 60 24 2 3.4 1.3 5.6 2.4

7
- - - - - - - - - - - - - - -

- 7 7.3 388 212 510 340 25 20 1.8 1.5 5.2 3.2

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 3.5 7.1 7.4 210 48 111 28 398 89 24 16 4.2 2.4 3 0.6

11 62.3 7.2 - 260 - 127 - 428 - 30 - 4.6 - 4.4 -

12 8.4 7.2 7.5 290 42 151 25 468 78 35 22 4.5 2.6 20.2 2

13 - - - - - - - - - - - - -

14 - - - - - - - - - - - - -

15 - 7.38 7.62 236 30 148 16 360 60 40 36 1.9 0.9 2.4 0.8

16 - 7.4 7.65 264 26 150 13 370 50 41 34 1.3 0.7 2 0.4

17 - 7.4 7.56 264 46 150 27 370 100 41 38 1.3 1.2 2 1.2

18 - 7.4 7.67 264 5 150 3 370 10 41 18 1.3 0.3 2 0

19 - 7.38 7.69 268 8 153 4 390 20 42 4 2 0.3 2.4 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - -

30 - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 32.27 7.31 7.69 276 16 148 12 384 48 33 6 3.5 0.5 2 0.52

34 9.05 7.5 77 552 23 263 16 680 64 38 16 6.5 3.5 - -

35 9.92 7.4 7.6 336 10 214 05 664 24 35 15 3.4 1 3 0.5

36 5.0 7.3 7.5 336 219 660 90 35 20 3.2 1.8 4 2

37 26.3 7.2 7.5 780 18 382 11 984 48 60 15 4.8 2.2 8 1.8

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli(after Bypass)

45 MGD Phase-IV STP Kondli
Half stream of plant is Under
Rehabilitation and up-gradation

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi Under Rehabilitation

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan Under Rehabilitation

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Half stream of plant is Under
Rehabilitation

180 145 383

210 165 402

240 178

- -

-

51 31

-

-

- - - - -

Sample collection twice in week

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis



Sewage Treatment Plant Delhi jal board
As on date 20.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.6 232 13 310 13 730 42 30 4 3 1.6 - -

2 - 7.6 7.6 410 250 520 300 32 26 3.2 2.2 - -

3 - 7.6 7.5 410 250 520 380 32 28 3.2 2.8 - -

4 - 7 7.2 354 7 177 5 490 20 24 1.4 3 0.6 5.3 0.6

5 - - - - - - - - - - - - - - -

6 - 7 7.3 354 14 177 11 490 80 24 2.6 3 1.2 5.3 1.4

7 - 7.2 7.5 384 187 490 320 22 20 2.4 1.8 5.6 4

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 3.93 7.1 7.4 258 49 147 29 412 104 25 18 4 2 3 0.6

11
63.92 7.1 N.A 260 N.A 153 N.A 392 N.A 32 N.A 4.4 N.A 4

12 8.43 7.2 7.5 310 38 193 25 584 78 30 20 5 2.8 18.8 2.2

13 32.71 7.6 7.7 410 185 - - 32 22 3.2 2.6 - -

14 19.65 7.4 7.9 480 10 203 9 - - 34 6 3.2 1.8 - -

15 7.44 7.67 244 30 155 18 370 70 42 38 1.5 0.7 2 0.8

16 7.4 7.64 268 28 145 15 380 60 39 32 1.3 0.5 2.4 0.4

17 - 7.4 7.58 268 48 145 27 380 90 39 36 1.3 1 2.4 0.8

18 - 7.4 7.62 268 6 145 4 380 10 39 20 1.3 0 2.4 0

19 7.48 7.69 272 7 163 5 380 20 41 5 1.9 0.2 2 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 32.39 7.3 7.71 308 17 164 13 416 40 30 08 2.9 0.6 1.64 0.68

34 9.88 7.5 7.7 528 35 238 22 616 80 32 15 5.5 2.4 - -

35 9.97 7.5 7.7 400 6 254 4 760 20 40 10 2.8 0.6 3.8 0.8

36 4.94 7.6 7.7 312 198 590 136 55 30 3.2 1.5 4.6 1.6

37 24.78 7.2 7.6 568 23 370 14 774 56 65 20 5.8 2.6 7.6 2.4

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

170 100

132 160

316 165

124 98

56 34

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

70 MGD Plant is completely Bypass from Inlet
Channal so sample could not be collected only Inlet
sample is collected.

Most Units are not functioning. The engineering
 wing is not interested in repairing them as the
plant is under a rehabilitation state.

COD instrument is not available in nilothi laboratory.



Sewage Treatment Plant Delhi jal board
As on date 21.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.6 226 18 340 06 800 40 32 03 3 1.5 - -

2 - 7.6 7.6 432 400 950 410 30 26 3.2 2.8 - -

3 - 7.6 7.5 432 400 950 510 30 28 3.2 3 - -

4 7.2 7.4 362 8 180 6 480 30 22 1 2.1 0.5 4.8 0.8

5 - - - - - - - - - - - - - - -

6 7.2 7.4 362 16 180 12 480 40 22 1.8 2.1 0.9 4.8 1.6

7 7.2 7.4 414 197 510 350 20 17 2.2 1.8 4.4 3.2

8 7.3 7.4 398 7 195 5 480 20 40 9 3.7 0.5 4.8 0.8

9 7.2 7.4 364 1 173 0.9 510 10 38 0 3.5 0 5.2 0

10 3.78 7.2 7.5 234 46 158 25 464 78 28 20 4.5 2.2 3.4 0.24

11
52.30 7.1 7.4 210 151 442 39 30 1 5 1.2 4.5 N.D

12 8.55 7.1 7.5 360 33 183 23 524 74 34 26 4 2 14.2 2

13 - 7.5 7.6 360 218 - - 30 26 3.4 2.2 - -

14 - 7.5 7.8 440 195 - - 32 04 3.2 2 - -

15 7.4 7.59 224 47 140 23 320 90 40 37 1.7 0.9 2.4 0.8

16 7.42 7.6 246 37 148 18 350 70 41 34 1.6 0.8 2.4 0.8

17 7.42 7.58 246 49 148 28 350 100 41 38 1.6 0.9 2.4 0.8

18 7.42 7.65 246 6 148 3 350 10 41 18 1.6 0.5 2.4 0

19 7.42 7.62 288 8 160 5 400 20 43 6 1.8 0.3 2 0

20 7.45 7.68 272 15 163 8 380 30 42 32 2 0.8 2 0.9

21 - - - - - - - - - - - - - - -

22 7.52 7.59 338 20 190 10 470 40 45 38 2.2 1.2 2.4 0.6

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 30.82 7.35 7.68 308 15 168 12 424 32 31 9 3.4 0.5 3.08 0.96

34 8.96 7.5 7.9 592 37 223 23 624 88 35 14 5.8 2.6 - -

35 9.94 7.4 7.6 440 8 288 5 748 21 45 15 3.2 0.7 4.4 1

36 3.4 7.2 7.5 276 50 176 420 116 35 20 3 1.8 5.4 1.8

37 24.78 7.3 7.5 632 15 390 9 858 40 60 25 5.4 1.4 7.8 2.8

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

190 180

208 210

258 167

19 12

130 112

12 12

31

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

70 MGD Plant is completely Bypass from Inlet
Channal so sample could not be collected only Inlet
sample is collected.

Most Units are not functioning. The engineering
 wing is not interested in repairing them as the
plant is under a rehabilitation state.

COD instrument is not available in nilothi laboratory.



Sewage Treatment Plant Delhi jal board
As on date 22.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.6 268 16 237 06 600 45 32 04 3.2 1.2 - -

2 - 7.7 7.6 394 280 719 316 34 26 2.9 2.4 - -

3 - 7.7 7.6 394 280 719 460 34 26 2.9 2.6 - -

4 7 7.3 350 7 197 5 460 20 20 1.2 2.5 0.8 5.2 1.6

5 - - - - - - - - - - - - - - -

6 7 7.2 350 15 197 11 460 30 20 2 2.5 1.2 5.2 2

7 7 7.3 402 200 500 430 24 18 2 1.6 4.8 3

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 3.48 7.1 7.6 240 42 121 24 398 72 25 20 4.2 2 3.9 1.3

11
55.35 7.1 7.7 220 129 436 32 32 1 5.5 1.4 4.6 0.2

12 - - - - - - - - - - - - - - -

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 - - - - - - - - - - - - - - -

16 7.4 7.6 240 32 145 17 340 70 40 32 2 1 2 0.8

17 7.4 7.59 240 47 145 27 340 100 40 36 2 1.2 2 1.2

18 7.4 7.65 240 5 145 3 340 10 40 16 2 0.4 2 NIL

19 - - - - - - - - - - - - - - -

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 28.92 7.49 7.65 324 17 165 14 416 40 27 8 2.6 0.7 1.72 0.96

34 9.57 7.5 7.8 460 29 215 20 552 72 38 18 6.2 3.8 - -

35 9.98 7.5 7.6 420 9 270 6 726 24 35 15 3.6 0.4 4 0.96

36 4.96 7.4 7.6 292 46 190 28 480 112 30 20 3.8 2 3.6 1.4

37 26.89 7.2 7.5 660 14 388 9 848 40 50 15 5 1.8 7 1.2

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

184 160

222 210

242 173

16 13

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

70 MGD Plant is completely Bypass from Inlet
Channal so sample could not be collected only Inlet
sample is collected.



Sewage Treatment Plant Delhi jal board
As on date 23.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.5 176 13 290 14 700 50 30 5 3.1 1.4 - -

2 - 7.6 7.6 332 380 800 380 32 28 3 2.6 - -

3 - 7.6 7.6 332 380 800 410 32 30 3 2.8 - -

4 6.9 7.2 340 8 190 5 450 20 20 1 2.5 0.6 5.6 0.8

5 - - - - - - - - - - - - - - -

6 6.9 7.3 340 16 190 13 450 30 20 1.5 2.5 1 5.6 1.6

7 7.1 7.3 396 205 480 380 22 16 2.4 1.4 5.2 4

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 3.32 7.1 7.4 308 49 160 29 464 79 26 22 4.8 2.5 4.2 1.3

11
62.85 7.1 7.6 240 131 10 432 28 30 1.2 4.6 1.6 4.6 N.D

12 - - - - - - - - - - - - - - -

13 - 7.6 7.9 420 235 - - 30 26 2.8 2.2 - -

14 - 7.6 7.9 310 10 205 08 - - 32 05 3 1.4 - -

15 - - - - - - - - - - - - - - -

16 7.5 7.59 252 40 150 20 350 80 42 34 2.2 1.2 2 1.2

17 7.5 7.59 252 49 150 29 350 100 42 38 2.2 1 2 1.2

18 7.5 7.65 252 4 150 3 350 10 42 24 2.2 NIL 2 NIL

19 7.46 7.62 276 6 155 3 390 10 44 5 1.9 NIL 2 NIL

20 - - - - - - - - - - - - - - -

21 7.52 7.62 278 28 165 13 390 50 40 34 1.8 1 2 0.8

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 7.4 7.8 640 216 - - 40 3.8 25 2.5

30 7.4 7.9 640 08 216 10 - - 40 12 3.8 1.2

31 7.5 7.6 253 22 190 14 - - 38 02 3.5 0.5

32 - - - - - - - - - - - - - - -

33 28 7.41 7.73 292 16 159 13 408 48 33 7 3.1 0.8 4.24 0.92

34 9.24 7.5 7.8 472 36 218 22 568 88 32 15 5.5 2 - -

35 9.91 7.2 7.5 344 12 220 7 568 32 45 18 3 0.7 3 0.72

36 4.98 7.3 7.6 260 42 166 26 512 98 50 22 4.5 1.6 3.8 1.4

37 26.78 7.5 7.7 724 20 378 12 864 52 60 25 5 2.8 7.6 2.6

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

174 120

190 200

224 170

14

152 83

67 40

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

-



Sewage Treatment Plant Delhi jal board
As on date 25.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.5 - - 225 12 612 52 28 3 2.8 1.1 - -

2 - 7.7 7.6 - - 375 835 398 32 30 3.1 3 - -

3 - 7.7 7.6 - - 375 835 430 32 28 3.1 3 - -

4 7.1 7.3 390 9 185 6 450 20 25 1 3 0.6 5.6 1.2

5 - - - - - - - - - - - - - - -

6 7.1 7.3 390 16 185 11 450 40 25 1.4 3 1.5 5.6 1.6

7 6.9 7.3 388 193 490 320 25 18 3 2 6.4 5.2

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 2.42 7.1 7.6 308 48 214 29 516 92 24 20 4.4 2.4 4.6 0.8

11 56.96 7.2 7.7 352 275 796 56 35 0.9 5 1.3 5.9 0.2

12 8.5 7.2 7.6 400 28 282 20 814 66 36 22 4 2.8 22.2 1.3

13 - 7.5 7.6 510 190 - - 32 24 3.2 2.2 - -

14 - 7.5 7.8 490 8 208 10 - - 30 4 3.4 1.4 - -

15 - - - - - - - - - - - - - - -

16 7.52 7.64 278 28 155 15 370 60 42 34 1.7 0.7 2.4 0.4

17 7.52 7.58 278 48 155 26 370 80 42 38 1.7 1.2 2.4 1.2

18 7.52 7.67 278 8 155 5 370 20 42 24 1.7 0 2.4 0

19 7.47 7.65 286 9 148 5 370 20 41 5 1.7 0.3 2.4 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 7.6 7.9 550 34 206 - - 40 15 3.8 1.8

30 7.6 7.8 550 08 206 07 - - 40 08 3.8 0.8

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 28.4 7.45 7.73 312 18 175 13 416 48 35 06 3.4 0.5 1.56 0.48

34 9.11 7.5 7.8 512 30 250 18 640 80 30 12 6 3.5 - -

35 9.94 7.4 7.6 296 10 195 06 584 24 40 20 1.5 0.66 3.6 0.6

36 4.97 7.5 7.6 300 40 198 25 594 88 50 20 4 1.5 4.8 1.8

37 27.57 7.6 7.7 564 21 370 13 850 50 60 25 5.5 2.4 6.4 2

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

SUCTION PUMP TSS IS OUT OF ORDER.

SUCTION PUMP TSS IS OUT OF ORDER.222

212

290 140

22 17

166 105

32

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on weekly basis

-



Sewage Treatment Plant Delhi jal board
As on date 26.01.2023

S.No. Lab Plant Remarks- - mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l mg/l

30 20

50 30

50 30

10 10

- -

30 20

30 20

10 10

1 2

50 30

10 10

50 30

50 30

10 10

50 30

50 30

50 30

50 30

10 10

50 30

30 20

30 20

50 30

30 20

10 10

15 10

10 10

15 10

50 30

10 10

50 30

- -

20 15

50 30

50 30

50 30

30 20

Design Parameter Average
Daily

Flow(MGD)

pH inlet pH oulet TSS inlet TSS outlet BOD inlet BOD outlet COD inlet COD outlet
Ammonia

inlet
Ammonia

outlet
phosphate

inlet
Phosphate

outlet
Sulphide

Inlet
Sulphide

Outlet

TSS(mg/l) BOD(mg/l)

1 - 7.5 7.6 - - 210 11 540 48 30 5 3 1.3 - -

2 - 7.8 7.6 - - 315 710 440 30 28 3 2.8 - -

3 - 7.8 7.7 - - 315 710 510 30 28 3 2.9 - -

4 7 7.3 380 8 193 5 490 30 20 0.8 2.6 0.8 5.2 0.8

5 - - - - - - - - - - - - - - -

6 7 7.3 380 15 193 11 490 50 20 1.2 2.6 1.6 5.2 1.2

7 6.9 7.2 408 200 520 460 24 22 2.8 2.4 6.8 5.2

8 - - - - - - - - - - - - - - -

9 - - - - - - - - - - - - - - -

10 2.84 7.1 7.5 292 48 151 28 338 104 26 2 4.6 2.4 5.32 2.6

11 58.81 7.2 7.6 312 168 410 28 34 1.2 4.2 1.4 6.6 1

12 8.58 7.2 7.6 378 48 179 25 520 98 40 26 4.8 2.8 19.9 3.9

13 - - - - - - - - - - - - - - -

14 - - - - - - - - - - - - - - -

15 - - - - - - - - - - - - - - -

16 7.42 7.71 304 29 170 16 420 60 42 32 2.3 1 2.4 0.8

17 7.42 7.62 304 47 170 25 420 90 42 37 2.3 1.6 2.4 1.2

18 7.42 7.74 304 7 170 4 420 20 42 20 2.3 0.7 2.4 0

19 7.44 7.69 290 8 144 4 350 20 44 6 2.4 0.7 1.6 0

20 - - - - - - - - - - - - - - -

21 - - - - - - - - - - - - - - -

22 - - - - - - - - - - - - - - -

23 - - - - - - - - - - - - - - -

24 - - - - - - - - - - - - - - -

25 - - - - - - - - - - - - - - -

26 - - - - - - - - - - - - - - -

27 - - - - - - - - - - - - - - -

28 - - - - - - - - - - - - - - -

29 - - - - - - - - - - - - - - -

30 - - - - - - - - - - - - - - -

31 - - - - - - - - - - - - - - -

32 - - - - - - - - - - - - - - -

33 27.9 7.46 7.63 300 16 163 13 416 40 38 8 2.9 0.6 1.84 0.32

34 9.42 7.5 7.9 588 34 253 21 688 64 32 16 4.5 1.5 - -

35 9.65 7.2 7.5 300 13 166 07 524 26 45 18 3 0.8 4.4 0.8

36 4.93 7.4 7.5 316 35 177 22 536 72 55 20 3.5 1.6 4.4 1.2

37 27.07 7.5 7.7 444 20 228 12 628 48 60 25 5 2 5.2 0.96

Keshopur 12 MGD Ph-I STP Keshopur

Keshopur 20MGD Ph-II STP Keshopur

Keshopur 40MGD Ph-III STP Keshopur

Kondli 10MGD Phase-I STP Kondli

Kondli 25 MGD Phase-II STP Kondli Under Rehabilitation

Kondli 10 MGD Phase-III STP Kondli

Kondli 45 MGD Phase-IV STP Kondli

Kondli 9 MGD STP Chilla

Kondli 1MGD STP Akshardham

N.S.T.P.C.Pillar 20MGD Phase-II NSTPC Pillar

N.S.T.P.C.Pillar 70MGD NSTPC Pillar

N.S.T.P.C.Pillar 10MGD STP Narela

Nilothi 40MGD Ph-I STP Nilothi

Nilothi 20MGD Ph-II STP Nilothi

Okhla 12 MGD STP Okhla

Okhla 45 MGD STP Okhla

Okhla 37 MGD STP Okhla

Okhla 16 MGD STP Okhla PAC Dosing

Okhla New 30 MGD STP Okhla

Okhla 5 MGD STP Mehrauli

Okhla 0.66MGD STP Molarband

Okhla 5 MGD STP Ghitorini

Okhla 2.2 MGD STP Vasant Kunj(Old)

Okhla 3MGD STP Vasant Kunj(New)

Okhla 5 MGD STP Kapashera

Okhla 2.2 MGD STP Delhi Gate-I

Okhla 15 MGD STP delhi Gate-II

Okhla 2.2 MGD STP S.H.N

Pappankalan 20MGD Ph-I STP Pappankalan

Pappankalan 20MGD Ph-II STP Pappankalan

Pappankalan 5MGD STP Najafgarh

Rithala 40MGD Ph-I STP Rithala Under Rehabilitation

Rithala 40MGD Ph-II STP Rithala

Rohini 15MGD STP Sec-25 Rohini

Yamuna Vihar 10MGD Phase-I Yamuna Vihar PAC Dosing

Yamuna Vihar 10MGD Phase-II Yamuna Vihar

Yamuna Vihar 25 MGD Phase-III Yamuna Vihar PAC Dosing

Under Rehabilitation and
up-gradation

SUCTION PUMP TSS IS OUT OF ORDER.

SUCTION PUMP TSS IS OUT OF ORDER.185

190

342 160

19 13

-

-

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-

-

-

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on fortnightly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

Sample collectinon on weekly basis

-


